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PARTIAL BOILER HOUSE ROOF PLAN

1/8"=1'-0"

NOTES:

1. TOP OF EXISTING STEEL FRAMING  = (+51'-0" ±) FROM FIRING

FLOOR UNLESS OTHERWISE NOTED.

2. EXISTING ROOF CONSTRUCTION CONSISTS OF COLD-FORMED

METAL ROOF DECK.

3. SUPPORT FOR PROPOSED ECONOMIZERS AND ANY

SUPPLEMENTARY FRAMING AS REQUIRED  SHALL BE PROVIDED

BY CONTRACTOR AND SHALL BE SUPPORTED BY EXISTING STEEL

FRAMING IN SHADED AREA.  SUBMIT UNIT WEIGHT, SUPPORT

POINTS, AND LOADS TO ENGINEER FOR REVIEW.

NEW ECONOMIZER

BELOW - TYPICAL (3)

LOCATIONS
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DESIGN LOADS

Roof live load ----------------------------------------------------------------------------------- 30 psf

Roof snow load -------------------------------------------------------------------------------- 25 psf

Ground snow load (ASCE 7, 7.2) ----------------------------------------------- Pg = 20 psf

Flat-roof snow load (ASCE 7, 7.3) ----------------------------------------------- Pf = 20 psf +5 psf (1)

Snow exposure factor (ASCE 7, Table 7-2) ----------------------------------- Ce = 1.0

Snow importance factor (ASCE 7, Table 7-4) --------------------------------- Is = 1.2

Thermal factor (ASCE 7, Table 7-3) --------------------------------------------- Ct = 1.0

(1)   Rain-on-snow surcharge (ASCE 7, 7.10) applied only to balanced snow load

CODES AND STANDARDS

1. New construction has been designed to, and shall be constructed in accordance with the

following building codes and standards:

A. 2009 International Building Code (IBC 2009)

B. ASCE/SEI 7-05, Minimum Design Loads for Buildings and Other Structures

2. Unless explicitly modified in the Contract Drawings and Specifications, the Contractor

shall comply with provisions of:

A. ANSI/AISC 360-05 Specification for Structural Steel Buildings

NOTES:

1. BASE SLAB PREPARATION:  CLEAN AND ROUGHEN SLAB AND APPLY

BONDING AGENT PER MANUFACTURER'S WRITTEN DIRECTIONS.

2. CONCRETE MIX:  NOT LESS THAN 3,000 PSI, 4" MAXIMUM SLUMP,

TYPE III CEMENT.

3. CURING - CURE FOR MINIMUM 3 DAYS BY EITHER OF THE

FOLLOWING METHODS:

A. COVER WITH BURLAP AND KEEP CONTINUOUSLY WET.

B. COVER WITH 6 MIL PLASTIC SHEETING. TAPE TO BASE SLAB AND

ALL JOINTS
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AROUND PERIMETER

MECHANICAL HOUSEKEEPING PAD DETAIL

EXISTING SLAB

DRILL 1"ø HOLE IN

EXISTING SLAB.  SET 1/2"ø

DEFORMED ROD IN

NON-SHRINK GROUT
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